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NOTE:

AUX1 THROUGH AUX4 ARE AUXILIARY OUTPUTS
FOR ZONES 1 THROUGH 4, RESPECTIVELY.
EACH AUXILIARY OUTPUT IS A SWITCHED
NEGATIVE, OPEN COLLECTOR OUTPUT WHICH
IS ACTIVE DURING A CALL CONDITION AND
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POWER SUPPLY/TONE BD.
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BATTERY BACK-UP
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TURNS OFF WHEN THE CALL IS ACKNOWLEDGED. @ 24VIC e 354
EACH OUTPUT CAN DRIVE A DS110 DUTY
STATION DIRECTLY OR OPERATE A 24VDC
RELAY AS SHOWN. PUSH
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