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A MOMENTARY CONNECTION OF POWER SUPPLY NEGATIVE

TO AN “ON” TERMINAL WILL LATCH ON THAT ZONE AND
BEGIN THE ALARM. THE RESET SWITCH WILL SILENCE

THE ALARM AND CANCEL ALL ZONES. THE MUTE SWITCH WILL
SILENCE THE ALARM WITHOUT RESETING THE LATCHES.

NOTE: EACH TIME A NEW ZONE IS LATCHED THE ALARM
WILL RESTART.
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DATE: SEPTEMBER 22, 2006
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4000 NURSE CALL
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